MANDELL ENVIRONMENTAL CONSULTING

409 MlNNISINK ROAD ¢ SUITE 102 + TOTOWA, NJ 07512 ¢ (973) 785-7574 + FAX (973) 785-0561

Limited Water Sampling Report

Project Name: Friendship Corner II
Project Location: 186 Butler Street, Paterson, NJ
Date of Sampling: , September 16, 2021& October 22, 2021

Limited water sampling was performed by Mandell Environmental
Consulting at Friendship Corner II 186 Butler Street, Paterson, NJ Water
samples were collected from the water coolers and kitchen sink faucets used
by the child care center. Samples were also collected from 50% of the other
indoor water faucets utilized by the child care. The samples were collected
prior to water being used in the building for a minimum of 8 hours and not
longer than 48 hours. The samples were collected in 250 milliliter (ml)
containers accordance with New Jersey Regulations

The samples collected were submitted for analysis to Pace Analytical, 575
Broad Hollow Road, Melville, NY 11747, certification # NY158. Samples
were analyzed by Graphite Furnace AA, EPA 200.9. The following table
contains the results of the sampling. The maximum contaminant level
(MCL) for lead in drinking water is 15 ug/l. and copper 1,300 ug/L..
(L.aboratory Results and sampling forms Attached).




Sample Date 09/16/2021

Sample | Source Results | Results | Units Pos/Neg
Number Lead Copper
F-1 Qutlet 2 5.0 56.2 ug/L Neg.
F-2 Qutlet 4 5.5 40.6 ug/L Neg.
F-3 Qutlet 6 6.5 44.7 ug/L, Neg.
F-4 Water Cooler 1 <1.0 <2.0 ug/l Neg.
F-5 Water Cooler 2 <1.0 <2.0 ug/L, Neg.
F-6 Water Cooler 3 <1.0 <2.0 ug/I Neg.
E-7 Outlet 20 3.6 43.0 ug/L Neg.
F-8 Qutlet 13 7.6 60.7 ug/L Neg.
F-9 Qutlet 8 5.5 35.2 ug/L Neg.
F-10 Outlet 14 8.6 189 ug/L Neg..
E-11 Outlet 18 8.4 78.6 ug/L Neg.
F-12 Qutlet 19 13.0 87.0 ug/L Neg.
F-13 QOutlet 17 17.5 86.3 ug/L Pos.
F-14 Water Cooler 4 <1.0 <2.0 ug/L Neg.
Sample Date 10/22/2021
Sample | Source Results | Results | Units Pos/Neg
Number Lead Copper
FC-1 Outlet 17 Flush 1.7 8.7 ug/L Neg.

The laboratory results show that the sample from outlet 17 exceed the lead in
drinking water action level of 15 ug/L. The outlet is for hand washing only.
Follow up flush sampling was performed and the result did not exceed the
action level. Sampling forms and diagram are attached.

Stuart Casciano

NIJ Lead Inspector/Risk Assessor
Mandell Environmental Consulting
409 Minnisink Road, Suite 102
Totowa, NJ 07512

Sampling Performed by:

Signed: W/ﬂz

Date: []-9-262¢

Mandell Lead Inspectors, Inc,
186 Butler Street, Paterson, NJ




Pace Analytical Services, LLC
575 Broad Hollow Road

2ace Analytical Melville, NY 11747

www.pacelabs.com (631)694-3040

November 01, 2021

Stuart Casciano

Mandell Environmental Consulting
409 Minnisink Road

Suite 102

Totowa, NJ 07512

RE: Project FRIENDSHIP CORNER I 10/22
Pace Project No.: 70192213

Dear Stuart Casciano;

Enclosed are the analytical resuits for sample(s) received by the laboratory on October 25, 2021. The results relate only to
the samples included in this report. Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test resulis provided in this final report were generated by gach of the following laboratories within the Pace Netwark:
» Pace Analytical Services - Melville

if you have any questions concerning this report, please feel free to contact me.

Sincerely,

Hormbortuf Meacte
Kimberley M. Mack

kimberley. mack@pacelabs.com

{631)694-3040
Project Manager

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 10f8




Pace Analytical Services, LLGC

/ , @ 575 Broad Hollow Road
aCE' AHHMICHI Melville, NY {1747
www.pacelabs.com (631)684-3040
CERTIFICATIONS
Project: FRIENDSHIP CORNER Il 10/22

Pace Projact No.: 70192213

Pace Analytical Services Long Island

575 Broad Hoflow Rd, Melville, NY 11747 New Jersey Cerlification #: NY158

Connecticut Certification #: PH-0435 New York Certification #: 10478 Primary Accrediting Body
Detaware Certification # NY 10478 Pennsylvania Certification #: 68-00350

Maryland Certification #: 208 Rhode Island Certification #: LAOD0340

Massachuseits Cerlification #: M-NY026 Virginia Certification # 460302

New Hampshire Certification #: 2987

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page2 of 8




www.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER Il 10422

Pace Project No.: 70192213

Pace Analytical Services, LLC

575 Broa

d Hollow Road

Melville, NY 11747

(631)694-3040

Sample: FC-1 OUTLET 17 FLUSH

LabID: 70192212001 Collected: 10/22/21 00:00 Received: 10/25/21 09:45 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: £EPA 200.8
Pace Analytical Services - Melville

Copper 8.7 ugit. 2.0 1 11/01/21 13:08 7440-50-8
Lead 1.7 ug/l. 1.0 1 11/01/21 13:08 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 3of 8

Date: 11/01/2021 04:21 PM




Pace Analytical Services, LLC
575 Broad Holiow Road
Melville, NY 11747

www.pacelzbs.com (631)694-3040

QUALITY CONTROL DATA

Project: FRIENDSHIP CORNER i 10/22

Pace Project No.: 70192213

QC Batch: 231285 Analysis Method: EPA 200.8

QC Batch Methed:  EPA200.8 Analysis Description: 200.8 MET No Prep Drinking Water

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples; 70192213001
METHOD BLANK: 1166337 Matrix: Water
Associated Lab Samples: 70192213001
Blank Reporting
Parameter Units Resuit Limit Analyzed Qualifiers
Copper ug/L <2.0 2.0 101721 12:56
Lead ug/l. <1.0 1.0 11/01/21 12:56
LABORATORY CONTROL SAMPLE: 1166338
Spike LGS LCS % Rec
Parameter Units Cong, Result % Rec Limits Qualifiers
Copper ugh. 50 46.2 92 85-1156
Lead ug/L. 50 487 97 85-115
MATRIX SPIKE SAMPLE: 1166340
70191906002 Spike MS MS % Rec
Parameter Units Result Conc. Result % Rec Limits Qualifiers
Copper ug/l. 6.0 50 50.6 107 70-130
Lead ugfl <1.0 50 66.5 132 70-130 M1
MATRIX SPIKE SAMPLE: 1166342
70191906003 Spike MS MS % Rec
Parameter Units Resuli Conc. Result % Rec Limits Qualifiers
Copper ugfl 4.5 50 574 106 70-130
Lead ug/L <1.0 50 69.1 138 70-130 M1
SAMPLE DUPLICATE: 1166339
70191906002 Cup
Parameter Units Result Result RPD Qualifiers
Copper ug/L. 6.0 59
Lead ugfl <1.0 <1.0
SAMPLE DUPLICATE: 1166341
70191906003 Dup
Parameter Units Resutt Result RPD Qualifiers
Copper ugfL 4.5 4.4
Lead ugft <1.0 <1.0

Results presented on this page are in the units indicated by the "Units" cofumn except where an afternate unit Is presented to the right of the result,

Date: 11/01/2021 04:21 PM

REPORT OF LABORATORY ANALYSIS

This repori shalf not be reproduced, except in full,
without the wrilten consent of Pace Analytical Services, LLC.

Page 4 of 8




7 Pace Analytical Services, LLC
e . ® 575 Broad Hollow Road

L3

Pace Analytical Malvlle, NY 11747

www,pacelahs.cam (631)694-3040

QUALIFIERS

Project: FRIENDSHIP CORNER Il 10/22
Pace Project No.: 70192213

DEFINITIONS

DF - Dilution Facior, if reported, represents the factor applied to the reported data due to dilutien of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit,

TNTC - Too Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practical Quantitation Limit.
RL - Reporiing Limit - The lowest conceniration value that meets project requirements for quaniitative data with known precision and
bias for a specific analyte in a specific matrix.

3 - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270, The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Conirol Sample (Duplicate}

MS(D) - Matrix Spike (Duplicate}

DUP - Sampie Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270, The result reported for
each analyte is a combined concentration.

Reported results are not rounded until the final step prior to reporfing. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.

Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institute.

SAMPLE QUALIFIERS
Sample: 70192213001

[1} 186 BUTLER ST., PATERSON, N.J
ANALYTE QUALIFIERS
M1 Matrix spike recovery exceeded QC limits. Baich accepted based on laboratory controt sample (LCS) recovery.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 11/01/2021 04:21 PM without the written consent of Pace Analytical Services, LLC. Page 5 of 8




Pace Analytical Services, LLC

®

7 . 575 Broad Hollow Road
2ace Analytical Melvilo, NY 11747

www.pacelabs.com (631)694-3040

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: FRIENDSHIP CORNER Il 10/22
Pace Project No.: 70192213

Analytical
Lab ID Sampfe ID QC Batch Method QC Batch Analytical Method Batch

70192213001 FC-1 OUTLET 17 FLUSH EPA200.8 231285

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in fidl,
Date: 11/01/2021 04:21 PM without the written consent of Pace Analytical Services, LLC., Page 6 of 8
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[

ace Analytical”

Clisnt Nam;
Eriendsh P Corney

Sample Condition Upon Receirt

Project -

Courier:

/QFQE:([_I UPS L1 USPS [Cliient [:[2 nmercial

[Crace {Dlher

I0#: 70192213

PM: KMH
CLIENT m:c.

‘Due Date: 11/01/21

Tracking #: 7/1[‘_)‘() &y bes 5%

Custody Seal on Cooler/Box Present: [TYes {INo  Seals intact: [JYes[] No CIN/A Tempera{ure Blank Present; 1 JYestr i
Packing Material: (JBubble Wrap [Bubble Bags @fploc [Yone [J0ther Type of lce: Wet Blue Nane
Thermometer Used: -¥8%+ 7HIT(  Correction Factor: O+ | []Sameles on ice, cooling prodessTias begun
Cooler Temperature(°Cl:  “22. 1 Cooler Temperature Corrected("C): 72 .% Date/Time 60354 kits placed in freezer

Temp shauld be above freezing to 6.0°C
USDA Regulated Soil [ [3N/A, water sample)

Date and Initials of person examining contents: 10.25.21 TR
Did samples orignate from a foreign source

Did samples originate in a quarantine zone within the United States: AL, AR, CA, FL, GA, 1D, LA, MS, NC,

NM, NY, 0K, OR, SC, TN, TX, or VA [check map)? I

ves [No

including Hawaii and Puerto Rico)? L) YesP No
If Yes to either guestion, fill out a Regulated Soil Checklist [F-LI-C-010] and include with SCUR/COC paperwork,

Person Contacted:

Date/Time:

Comments/ Resofution:

COMMENTS:
Chain of Custody Prasent: S ONo 1
Chain of Custody Filled Qui: ~tfes  ONo 2
Chain of Custady Relinquished: RS [INO 3.
Sampler Name & Signature on COC: Oves &N ON/A A
Samples Arrived within Hold Time: _Effes CNo b
Shart Hold Time Analysis [<72he]: Ofes  [OND~ b
Rush Turn Around Time Requested: O¥es s 7
Sufficient Volume: [Triple volume provided for [ciYes ONp 8.
Correct Containers Used: [¥es [INo 9.
SO = ;- SR o NN
‘|Cantainars Intact - PR T ONp [
Filtered volume received for Dissolved tests DYes ONo  _EH/A 1, Note if sediment is visible In the disselved container.
Sample Labels match COC: o 12.
-Includes date/time/10; Matrix: S,t’WT bIL
All containers needing preservation have ieen oo CN/A T8 O HNO CHxS0,  [INaDH OHEI
checked?
p':{ pfi(;gr Lot # UC 1\005&{1
All containers needing presarvation are found to be Sample #
in-compliance-with-method recommendation? -
(HNO, H5505; HCE NAOH59 Sulfide, _Eles  [ONo  CN/A
NAOH>12 Cyanide)
Exceptions: VOA, Coliform, TOC/DOC, 0il and Grease,
DRG/8015 [water). initial when completed: {Lot # of added Date/Time preservative
Per Method, VOA pH is checked after analysis preservative: added:
Samples checked for dechlorination: Oves [INo }W’A’ 16
Kl starch test strips Lot #
Residual chlorina strips Lot # Positive for Res. Chlorine? Y N
SM 4500 CN samples checked for sulfide? CiYes CNo —TIN/A 15.
|Lead-Acetate Strips Lot # . Positive for Sulfide? Y N
Headspdte in VOA Vials [ >Brm): £lves CNo  _EI7A 116
Trip Blank Present CYes  OMNa  AR/A {10
Trip Blank Custody Seals Presaent CiYes OMo —E]]T/?s
Pace Trip Blank Lot # (if applicable).
Clignt Notification/ Resolution: Field Bata Required? Y / W

* PM {Project Manager) review is documented electronically in LIMS.

ENY-FRM-MELV-0024 31

Page 8 of 8




Pace Analytical Services, LLC

V4 , 40 575 Broad Hollow Road
5

Pace Analytical Melvile, NY 11747

wiwve.pacelabs.com (631)694-3040

September 29, 2021

Stuart Casciano

Mandell Environmental Consulting
409 Minnisink Road

Suite 102

Totowa, NJ 07512

RE:  Project FRIENDSHIP? CORNER il 9/16
Pace Project No.: 70188745

Dear Stuart Casciano:

Enclosed are the analyticai results for sample{s) received by the laboratory on September 23, 2021. The results relate only
to the samples included in this report. Results reported herein conform to the applicable TNWNELAC Standards and the
laboratory's Quality Manual, where applicabie, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
» Pace Analytical Services - Melville

If yous have any questions concerning this report, please feel free to contact me.

Sincerely,

g 'L&m@é}nm@
Kimberley M. Mack
kimberley. mack@pacelabs.com

(631)894-3040
Project Manager

Enclosures

REPORT CF LABORATORY ANALYSIS

This report shall not be reproduced, excapt in full,
without the written consent of Pace Analytical Services, LLC. Page 1 of 25




Pace Analytical Services, LLG

ceAnalytical il 11787

www.pacelabs.com (631)694-3040

’.-'

CERTIFICATIONS

Project: FRIENDSHIP CORNER Il 9/16
Pace Project No.: 70188745

Pace Analytical Services Long Island

575 Broad Hollow Rd, Melville, NY 11747 New Jersey Certificatior: #: NY 158

Connecticut Certification #: PH-0435 New York Certification #: 10478 Primary Accrediting Body
Delaware Ceriification # NY 10478 Pennsylvania Cerification #: 68-00350

Maryland Certification #: 208 Rhode Island Certification #: LAOOB340

Massachusetts Cedification # M-NY026 Virginia Certification # 460302

New Hampshire Cettification #: 2987

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 2 of 25




Pace Analytical”

wwiw.pacelabs.com

ANALYTICAL RESULTS

Project: FRICNDSHIP CORNER |l 9/16

Pace Project No.: 70188745

Pace Analytical

Services, LLG

575 Broad Hollow Road
Melville, NY 11747

(631)594-3040

Sample: F-1 OUTLET 2

Lab ID: 70188745001 Collected: 09/16/21 00:00 Received: 09/23/2116:20 Matrix; Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Mebville

Copper 56.2 ug/L 20 1 09/28/2113:.04 7440-50-8
Lead 5.0 ugfilL 1.0 1 09/28/2113:04 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in fuf,
without the written consent of Pace Analytical Services, LLC. Page 3 of 25

Date: 09/29/2021 01.16 PM




oo Analytical”

www.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER Il 8/16

Pace Project No.: 70188745

Pace Analytical Services, LLC
575 Broad Hollow Read
Melvilie, NY 11747

(631)694-3040

Sample: F-2 OUTLET 4

Lab ID: 70188745002 Coflected: 09/16/21 00:00 Received: 09/23/21 16:20 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
Capper 40.6 ugfl. 2.0 1 00/28/21 13:09 7440-50-8
Lead 5.5 ugf/L 1.0 1 09/28/21 13:09 7439-92-1
REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, exceptin fuli,
without the written consent of Pace Analytical Services, LLC. Page 4 of 25

Date; 09/29/2021 01:16 PM




- aeAnalytical ’

www.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER Il 9/16

Pace Project No.. 70188745

Pace Analytical Services, LLC
575 Broad Hollow Road
Melville, NY 11747

(631)594-3040

Sample: F-3 OUTLEY 6

Lab iD: 70188745003 Collected: 09/16/21 00:6¢ Received: 09/23/21 16:20 Matrix: Drinking Water

Parameters Resdilts Uhnits Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Mebville

Copper 44.7 ug/L 2.0 1 09/28/21 13:10 7440-50-8
Lead 8.5 ugiL 1.0 1 09/28/21 13:10 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall net be reproduced, exceptin full,
without the written consent of Pace Analytical Services, LLC. Page 5 of 26

Date: 09/29/2021 01:16 PM




e Analytical”

www.pacefabs,.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER 11 8116

Pace Project No.. 70188745

Pace Analytical Services, LLC
575 Broad Hellow Road
Metville, NY 11747

(631)694-3040

Sample: F-4 WATER COOLER1

Lab ID: 70188745004 Collected: 09/16/21 00:00 Received: 09/23/21 16:20 Mairix: Drinking Waler

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: ERPA 200.8
Pace Analytical Services - Melville
Copper <2.0 ug/L 2.0 1 09/28/21 1312 7440-50-8
Lead <1.0 ug/L 1.0 1 00/28/21 13:12 7439-92-1
REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LL.C. Page 6 of 25

Date; 09/29/2021 01:16 PM




Pace Analytical Services, LLC
575 Broad Hollow Road

GB A”&/yﬁcal Metville, NY 11747

www.pacetahs.com (631)694-3040

ANALYTICAL RESULTS
Project: FRIENDSHIP CORNER Il 9/16
Pace Project No.: 70188745
Sample: F-5 WATER COOLER 2 Lab ID: 70188745005 Collected: 09/16/21 00:00 Received; 09/23/21 16:20 Malrix: Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analylical Services - Melville
ugfl. 20 1 09/28/21 13:14 7440-50-8

Copper <2.0
09/28/21 13114 7439-92-1

Lead <1.0 ugfL 10 ¢

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC. Page 7 of 25
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hoeAnalytical”

www.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER Il 9/16

Pace Project No.: 701887456

Pace Analytical Services, LLC
575 Broad Hollow Read
Melville, NY 11747

(631)694-3040

Sample: F-6 WATER COOLER 3

LabiD: 70188745006 Collected: 09/16/21 00,00 Received; 09/23/21 16:20 Matsix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Anaiytical Services - Meiville
Copper <2.0 ug/L 2.0 1 09/28/21 13:15 7440-50-8
Lead <1.0 ug/L 1.0 1 09/28/21 13:15 7439-92-1
REPORT OF LABORATORY ANALYSIS
This report shail not be reproduced, except in full,
Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC. Page 8 of 25




Pace Analytical Services, LLG
575 Broad Hollow Road

' C@ AnaMical Melville, NY 11747

www.pacefabs.com {631)694-3040

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER If 9186

Pace Project No.: 70188745

Sample: F-7 OUTLET 20 Lab ID: 70188745007 Collected: 09/16/21 00:00 Received: 09/23/21 16:20 Matrix: Drinking Water
Parameters Results Units Report Limit BF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Methad: EPA 200.8

Pace Analytical Serviges - Melville
Copper 43.0 ug/l 2.0 1 09/28/21 13:17 7440-50-8
Lead 38 ugil. 1.0 1 09/28/21 13:17 7439-82-1

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,

Date; 09/28/2021 01:16 PM without the writlen consent of Pace Analytical Services, LLC. Page 2 of 25




GeeAnalytical”

www.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER IT $/16

Pace Project No.. 70188745

Pace Analytical Services, LLC
575 Broad Hollow Road
Melvilie, NY 11747
(631}694-3040

Sample: F-8 OUTLET 13

Parameters

LabID: 70188745008 Collected: 09/16/2100:00 Received: 09/23/2116:20 Matrix: Drinking Water

Results Units Report Limit DF Prepared

Analyzed CAS Ne. Queal

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 08/29/2021 01:16 PM

Anatytical Method: EPA 200.8
Pace Analytical Services - Melville

60.7 ugf 2.0 1
7.6 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written: consent of Pace Analytical Services, LLC.

09/28/21 13:18 7440-50-8
09/28/21 13:18 7439-92-1

Page 10 of 25
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hoe Analytical

www.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHiIP CORNER 1i 9/16

Pace Project No.: 70188745

Pace Analytical Services, LLC
575 Broad Hollow Road
Melville, NY 11747
{631)694-3040

Sample: F-9 QUTLET 8

Paramefers

Lab ID; 70188745009 Collected: 09/16/21 00:00 Received: 09/23/2116:20 Matrix: Drinking Water

Results Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 09/29/2021 01:16 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

352 ug/L. 2.0 1
5.5 ug/it 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC,

09/28/21 17:40 7440-50-8
09/28/21 17:40 7439-92-1

Page 11 of 25




Pace Analytical Services, LLC
575 Broad Hollow Road

2ace Analyﬁcal Melville, NY 14747

wyrw.pacetabs.com {631)694-3040

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER I 9/16

Pace Project No.: 70188745

Samiple: F-10 OUTLET 14 Lab ID: 70188745010 Coliected: 09/16/21 00:00 Received: 09/23/2116:20 Matrix: Drinking Water
Parameters Resulis Units Report Limit DF Prepared Analyzed CAS No. Quat

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville

Copper 189 ugfil 2.0 1 09/28/21 17.44 7440-50-8
Lead 86 ug/L 1.0 1 09/28/21 17:44 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be repraduced, except in full,
Date: 09/29/2021 01:16 PM withaut the written consent of Pace Analytical Services, LLC. Page 12 of 25




Pace Analytical Services, LLC
575 Broad Hollow Road

C@AnaMical Melville, NY 11747

www.pacelabs.com (631)694-3040

ANALYTICAL RESULTS
Project: FRIENDSHIP CORNER 11 9/16
Pace Project No.. 70188745
Sample: F-11 OUTLET 18 Lab ID: 70188745011 Collected: 09/16/21 00:00 Received: 08/23/2116:20 Matrix: Drinking Water
Paramelers Results Units Report Limit DF Prepared Analyzed CAS Na. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
20 1 09/28/21 17:46 7440-50-8

Copper 78.6 ug/L
09/28121 17:46 74359-92-1

Lead 84 ug/L 10 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC, Page 13 of 25




hoe Analytical”

www.pacelabs.com

Pace Analytical Services, LLG
575 Broad Hollow Road
Malville, NY 11747
{631)594-3040

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER Il 8/16

Pace Project No.; 70188745

Sample: F-12 OUTLET 19

Parameters

Lab ID: 70188745012 Collected: 09/16/21 00:00 Received: 09/23/21 16:20 Matrix: Drinking Water

Results Units Report Limit DF Prepared Analyzed CAS No. Quat

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 09/29/2021 0116 PM

Analytical Method: EPA 200.8

Pace Analytical Services - Melville
87.0 ug/L 2.0 1 09/28/21 17:48 7440-50-8
13.0 ug/L 1.0 1 09/28/21 17:48 7439-921

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 14 of 25




Pace Analytical”

wwwpacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER Ii 9/16

Pace Project No.: 70188745

Pace Analytical Services, L1.C
575 Broad Hollow Road
Melvilie, MY 11747
(631)694-3040

Sample; F-13 OUTLET 17

Parameters

Lab ID: 70188745013 Collected: 09/16/2100:00 Received; {8/23/21 16:20 Matrix: Drinking Water

Resdults Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 09/29/2021 01:16 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

85.3 ug/L 20 k|
17.5 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in fuf,
without the written conseni of Pace Analytical Services, LLC.

09/28/21 17:49 7440-50-8
08/28/21 17:49 7438-92-1

Page 15 of 25




Pace Analytical”

viww.pacelabs.com

ANALYTICAL RESULTS

Project: FRIENDSHIP CORNER It 3/16

Pace Project No.; 70188745

Pace Analytical Services, LLG
575 Broad Hollow Road
Melville, NY 11747
(631)594-3040

Sample: F-14 WATER COOLER 4

Parameters

LabID: 70188745014 Collected: 09/16/21 00:00 Received: 09/23/21 18:20 Matrix: Drinking Water

Resuits Units Report Limit DF Prepared

Anaiyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 09/29/2021 01:16 PM

Analytical Method: EPA 200.8
Pace Analylical Services - Melville

<2.0 ugi/L 2.0 1
<1.0 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

09/28/21 17:51 7440-50-8
09/28/21 17:51 7435-921

Page 16 of 25
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Pace Analytical Services, LLC
575 Broad Hollow Road

ce Analytical Melile, NY 1747

www.pacelabs.com (831)694-3040

QUALITY CONTROL DATA

Project: FRIENDSHIP CORNER 11 9/16
Pace Project No.: 70188745
QC Batch: 227092 Analysis Method: EPA 200.8
QC Baich Method:  EPA 200.8 Analysis Description: 200.8 MET No Prep Drinking Water
Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70188745001, 70188745002, 70188745003, 70188745004, 70188745005, 70188745006, 70188745007,
70188745008
METHOD BLANK: 1145300 Matrix: Water
Associated Lab Samples: 70188745001, 70188745002, 70188745003, 70188745004, 70188745005, 70188745006, 70188745007,
70188745008
Blark Reporting
Parameter Units Result Limit Analyzed Qualifiers
Copper ug/L <2.0 2.0 08/28/21 12:32
Lead ugil <1.0 1.0 09/28/2112:32
LABORATORY CONTROL SAMPLE: 1145301
Spike LCS LCS % Rec
Parameter Units Cone. Result % Rec Limits Qualifiers
Copper ug/L 50 514 103 85-115
Lead ug/lL. 50 524 105 85-115
MATRIX SPIKE SAMPLE: 1145303
70188434015 Spike MS MS % Rec
Parameter Units Resullt Cone. Resuilt % Rec Limnits Qualifiers
Copper ug/L 697 50 724 54 70-130 M1
Lead ug/l. <1.0 50 58.6 116 70-130
MATRIX SPIKE SAMPLE: 1145305
70188434016 Spike MS MS % Rec
Parameter Units Resuil Conc. Result % Rec Limits Quatifiers
Copper ug/L 471 50 499 56 70-130 Mt
Lead ug/L. 15 50 59.8 17 70-130
SAMPLE DUPLICATE: 1145302
70188434015 Dup
Parameter Units Resuit Result RPD Qualifiers
Copper ug/l. 697 671 4
Lead ugfL <1.0 <1.0
SAMPLE DUPLICATE: 1145304
70188434016 Dup
Parameter Units Result Result RPD Qualifiers
Copper ugit. 471 469 0

Results presented on thls page are In the units indicated by the "Units” column except where an aternate unit is presented to the right of the resuit.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, exceptin full,

Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC. Page 17 of 25




Pace Analytical Seevices, LLC
575 8road Hellow Road

' aCEAn&'MICéI/ Melville, NY 11747

wwvi.pacefabs.com (631)694-3040

QUALITY CONTROL DATA

Project: FRIENDSHIP CORNER 11 9/16
Pace Project No.: 70188745

SAMPLE DUPLICATE: 1145304
70188434016 Dup
Parameter Units Result Resuit RPD Qualifiers

Lead ug/t 1.5 1.3 15

Results presented on this page are in the units indicated by the "Unlts" column except where an alternate unit is presented to the right of the resalt.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 09/29/2021 01:16 PM withaut the written consent of Pace Analytical Services, LLC. Page 18 of 25




Pace Analytical Services, LLC

. @ 575 Broad Hollow Road
Pace Analytical Melvile, NY 11747
www.pacelabs.cam (631)694-3040
QUALITY CONTROL DATA
Project: FRIENDSHIP CORNER 1§ 9/16
Pace Project No.: 70188745
QC Batch: 227269 Analysis Method: EPA200.8
QC Batch Method: EPA200.8 Analysis Description: 200.8 MET No Prep brinking Water
Laboratory: Pace Analytical Services - Melville

Associated Lab Samples: 70188745009, 70188745010, 70188745011, 70188745012, 70188745013, 70188745014

METHOD BLANK: 1146164 Malrix: Water
Associated Lab Samples: 70188745009, 70188745010, 70188745011, 70188745012, 70188745013, 70188745014
Blank Reporting
Parameter Units Result Limit Analyzed Quatifiers
Copper ug/L. <2.0 2.0 09/28/2117:36
Lead ug/L <1.0 1.0 0972821 17:36

LABORATORY CONTROL SAMPLE: 1146185

Spike LCS LGS % Rec
Parameter Units Conc. Resuit % Rec Limits Qualifiers
Copper ugiL. 50 471 94 85-115
Lead ug/t 50 437 87 85-115
MATRIX SPIKE SAMPLE: 1146167
70188745009 Spike MS MS % Rec
Parameter Units Result Conc. Result % Rec Limits Cuuealifiers
Copper ug/L. 3b.2 50 852 100 70-130
Lead ug/L 5.5 50 60.9 111 70-130
MATREX SPIKE SAMPLE:; 1146169
70188746005 Spike MS MS % Rec
Parameter Units Resuli Cone. Result % Rec Limits Qualifiers
Copper ugfl. 573 50 606 143 70-130 M1
Lead ug/lL 1.0 50 74.9 148 70-130 M1
SAMPLE DUPLICATE: 1146166
70188745009 Dup
Parameter Units Result Resuit RPD Qualifiers
Copper ug/L 35.2 36.4
Lead ug/l 5.5 5.4 1
SAMPLE DUPLICATE: 1146168
70188746005 Dup
Parameter Units Resuit Result RPD Qualifiers
Copper ugfL 573 546 5
Lead ug/L 1.0 <1.0

Resutts presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.

REPORT OF LABORATORY ANALYSIS

This repart shall not be reproduced, except in full,
Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC. Page 19 of 25




Pace Analytical Services, LLC

Z H 575 Broad Holiow Road
Pace Analytical Melvile, NY 11747
wwiw.pacelabs.com (631)694-304¢
QUALIFIERS
Project: FRIENDSHIP CORNER Il 9/16

Pace Project No.: 70188745

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliguot.
ND - Not Detected at or above adjusted reporting limit.

TNTC - Teo Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reparting limit.

MDL - Adjusted Methad Detection Limit.

PQL - Practicat Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzena using Method 8270. The result for each analyle is
a combined concentration.

Gonsistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recavery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Retative Percent Difference

NC - Not Calcuiable.

SG - Silica Gel - Clean-Up

i - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot he separated from Diphenylamine using Method 8270. The result reported for
each analyle is a combined concentration.

Reported resuits are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Folal" may vary sfightly from the sum of the reporied component parameters.

Pace Analytical is TNI acoredited. Contact your Pace PM for the current list of accredited analytes.

TNI - The NELAC Institue.

SAMPLE QUALIFIERS

Sample: 70188745001

[1] 186 BUTLER STREET, PATERSON, NJ
Sampie: 70188745002

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745003

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745004

{11 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745005

[1} 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745006

1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745007

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745008

[1] 186 BUTLER STREET, PATERSON, NJ

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except i full,
Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC. Page 20 of 25




PaceAnalytical
www.pacelabs.com

QUALIFIERS

Project: FRIENDSHIP CORNER [l 8/16
Pace Project No.: 70188745

Pace Analytical Services, LLC

575 Broad Hollow Road
Melville, NY 11747
(631)694-3040

SAMPLE QUALIFIERS

Sample: 70188745009

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745010

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745011

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745012

[1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745013

1] 186 BUTLER STREET, PATERSON, NJ
Sample: 70188745014

[1] 186 BUTLER STREET, PATERSON, NJ

ANALYTE QUALIFIERS

M1 Matrix spike recaovery exceeded QC limits. Batch accepted based on laboratory control sample (LCS) recovery.

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,
Date: 09/29/2021 01:16 PM without the writlen consent of Pace Analylical Services, LL.C.

Page 21 of 25




Pace Analytical Services, LLG
575 Broad Hollow Road

ace A”&'Mical ’ Melville, NY 11747

www.pacefabs.com (631)694-3040

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: FRIENDSHIP CORNER 11 9/16
Pace Project No.: 70188745

Analytical
Lab D Sample ID QC Batch Method QG Batch Analytical Method Batch
70188745001 F-1 OUTLET 2 EPA 200.8 227092
70188745002 F-2 QUTLET 4 EPA 200.8 227092
70188745003 F-3 OUTLET 6 EPA 200.8 227092
70188745004 F-4 WATER COOLER 1 EPA 200.8 227092
70188745005 F-5 WATER COOLER 2 EPA 200.8 227092
70188745006 F-6 WATER COOLER 3 EPA 200.8 2270692
70188745007 E-7 QUTLET 20 EPA 200.8 227092
70188745008 F-8 OUTLET 13 EPA 200.8 227092
70188745009 F-9 OUTLET 8 EPA 200.8 227269
70188745010 F-10 OUTLET 14 EPA 200.8 227269
70188745011 F-11 OUTLET 18 EPAZ00.8 227269
70188745012 F-12 OUTLET 19 EPA 200.8 227269
70188745013 F-13 QUTLET 17 EPA200.8 227269
70188745014 F-14 WATER COOLER 4 EPA200.8 227269

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,
Date: 09/29/2021 01:16 PM without the written consent of Pace Analytical Services, LLC. Page 22 of 25
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Sample Condition Upon Receint -
 mtical’ e o e 0k : 70188745

Client Name: Projec

Tomments/ Resolution:

- pM {Project Manager) review is documented glectronically in LEMS ENV-FRM-MELY-0024 00

Page 25 of 25

) I‘/l{lﬂd@[l Env. K PH: KMM _ Due Date: 08/30/21
Courierzrfed BT UPST] USPS C1fent CiCommercial [-Pace CI0Mer CLIENT: HEC
Teacking #: VW LAE DEBE
Custody Seat an Cooler/Box Present: (JYes [T  Sealsintact [ VegA" No ) Terperatire Blank Present: ---E}Y‘_‘@E]fféef e
Packing Material: {38ubble Wrap [ Bubble Bags (JZiploc (“tone [ Other Type of lce:  Wet Blue
Thermometer Used: THO3I Correction Factee: 0.0 (JSamples on ice, cooling process has Dequn
Cooler Temperature(°Ck: 7% i Cooler Temperatre Corrected("Cl: Z-5. | Date/Time 5035A kits placed in freezec
Temp should be above freezing to 6.0°C :
USDA Regulated Soil [ CIN/A, water sample) Date and Initials of person examining contentw
Did samyples originate in a quaranting zone within the United States: AL, AR, CA, FL, GA, 10, LA, MS, NC, Did samples orignate from a foreign source
NM, NY..OK OR. SC, TN, T¥, or VA [check map)? L Yes CNo including Hawaii and Puerto rico)? [ vesDd No
If Yes to either question, fill out a Regulated Soil Checklist [F-LI-C-010} and include with SCUR/EOC paperwork. .
COMMENTS:
Chain of Custody Present _effes o L
Chain of Custody Filled Out: _Efes Do 2.
Chain of Custody Relinguished: fes o I
Sampier Name & Signaturg on COC: Ces o [N/A |4
Sartifile’s Arrived withiin Hold Time: Ees  CNg 5
Short Hold Time Analysis (<72hr): ¥es %ﬁ B.
Rush Turn Around Time Requested: ves  @fo i
Sufficient Volume- (Triple volume provided for [AvEs  €INO 8.
Correct Containers Used: _Aes Mo 9.
-Pace Containers Used: Jives CiNo
Containers Intact: _ves TRD 10.
Filterod volume recetved for Dissolved tests Ci¥es  ONo =ga i Hote if sediment is visible in the dissolved container.
Sample Labels match COC: s ONo 12
_includes date/time/I0, Matrix.__ SLEWLYOIL
All containers needing preservation have beenf=iEs  CINO CN/A |13 [JHNO;  CIHS0,  DNaOH EIHCL
checked? ’
pH paper Lot # HC 55 QLY
All containers needing preservation are found to be Sample #
in compliance with method recommendation?
[HNO4, H2S04, HCl, NaOH-8 Sulfide, es o CIN/A
NAOH=12 Cyanide}
Exceptions: VOA, Coliform, TOC/DOC, Oil and Grease, _
DRO/B015 (water). Initial when completed: (Lot # of added Date/lime presarvative
Per Method, VOA pi is checked after analysis preservative: added:
Samples checked for dechiorination: Ces  ONo /EN? A [
KI starch test strips Lot #
Residual chlorine strips Lot # Positive for Res. Chlorine? Y _ N
SM 4500 CN samples checked for sulfide? ~ OYes  [No L
Lead Acetate Strips Lot #
Headspace in VOA Vials [ >Grom): [Wes [No /A 16.
Trip Blank Present: Cifes ONe /er’/fﬁ 17.
Trip Blank Custody Seals Present Nes  [No /A
Pace Trip Blank Lot # (if applicable)._.._ _
Client Notification/ Resolution: Field Data Required? Y / N
person Contacted: ! poteftive:
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Attachment D - Fifter [nventory

Name of Schoot: T EarD oo CoA.

(Complete for each school)

I

JBIE) Sampling Plan

Bate

Version 8

Grade Levels:

Address: \ Bl BurvTioe omas | PATaSon.  NE

Individual School Project Officer Signature: Date:
Sample Location / Brand Type Date Replacerient | NSF -
Code {(Miake & Installed | Frequency. Cetlified
odel) or for Lead
Replaced Reduction
. YIN
foro Fredps

Version 1.1 July 18, 2016 (NJDEP)
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