MANDELL ENVIR@NMENTAL C@NSULTKNG

409 MINNISINK. ROAD ¢ SUITE 102 ¢« TOTOWA, NJ 07512 ¢ (973) 785-7574 ¢ FAX (973) 785-0561

Limited Water Sampling Report

Project Name: Lavida Child Care Center too

Project Location: 116 Jackson Street, Paterson, NJ
Date of Sampling: , November 3, 2020, January 22, 2021, July 2, 2021

[imited water sampling was performed by Mandell Environmental
Consulting at Lavida Child Care Center Too, 116 Jackson Street, Paterson,
NJ. Water samples were collected from drinking water fountains, water
coolers and Kitchen sink faucets used by the child care center. Samples were
also collected from 50% of the other indoor water faucets utilized by the
child care. The samples were collected prior to water being used in the
building for a minimum of 8 hours and not longer than 48 hours. The
samples were collected in 250 mllhllter (ml) containers accordance with
New Jersey Regulations

The samples collected were submitted for analysis to Pace Analytical, 575
Broad Hollow Road, Melville, NY 11747, certification # NY158. Samples
were analyzed by Graphite Furnace AA, EPA 200.9. The following table
contains the results of the sampling. The maximum contaminant level
(MCL) for lead in drinking water is 15 ug/L. and copper 1,300 ug/L.
(Laboratory Results and sampling forms Attached).

)




Sample Date 11/11/17

Sample | Source Results | Results | Units Pos/Neg
Number Lead Copper

P-1 Faucet 2 4.1 280 ug/L Neg.

P-2 Faucet 4 6.2 293 ug/L Neg.

P-3 Faucet 7 53 284 ug/L, Neg.

P-4 Faucet 9 1.9 156 ug/L Neg.

P-5 Faucet 10 3.0 109 ug/L Neg.
P-6 Faucet 11 14.7 283 ug/L Neg.

P-7 Faucet 13 6.1 222 ug/L, Neg.
P-8 Faucet 16 2.8 291 ug/L Neg.
P-9 Faucet 14 2.9 176 ug/L Neg.
P-10 Faucet 22 77 281 ug/L Pos.
P-11 Faucet 24 <1.0 269 ug/L Neg.
P-12 Faucet 19 3.7 225 ug/L Neg.
P-13 Faucet 17 12.6 430 ug/L Neg.
P-14 Faucet 27 1.1 566 ug/L Neg.
P-15 Faucet 31 51.2 535 ug/L Pos.
P-16 Faucet 30 3.4 162 ug/L Neg.
P-17 | Faucet 33 5.2 553 ug/L Neg.
P-18 Faucet 35 67.5 1140 ug/L Pos.
P-19 Faucet 37 7.5 416 ug/L Neg.
P-20 Faucet 39 7.5 403 ug/L Neg.
pP-21 Faucet 43 6.1 444 ug/L. Neg.
P-22 Faucet 45 8.8 550 ug/L Neg.
P-23 Faucet 47 7.1 656 ug/L Neg.
P-24 Faucet 48 17.2 819 ug/L Pos.
P-25 Faucet 49 10.4 479 ug/L Neg.
P-26 Faucet 51 17.4 631 ug/L Pos.
P-27 Faucet 54 8.7 559 ug/L Neg.
P-28 Faucet 55 5.8 607 ug/L Neg.
P-29 Water Cooler 1 <1.0 <2.0 ug/L Neg.
P-30 Water Cooler 2 <1.0 105 ug/L Neg.

Mandell Lead Inspectors, Inc,

116 Jackson Street, Paterson, NJ




Sample Date 01/22/2021

Sample | Source Results | Results | Units Pos/Neg
Number Lead Copper
LVC-1 | Faucet 22 24.8 111 ug/L Pos.
LVC-2 | Faucet 31 4.1 279 ug/L, Neg.
LVC-3 | Faucet 35 10.8 422 ug/L, Neg.
LVC-4 | Faucet 48 12.5 245 ug/L Neg.
LVC-5 | Faucet5l] 4.0 139 ug/L Neg.
Sample Date 07/022021
Sample | Source Results | Results | Units Pos/Neg
Number Lead Copper
L-1 Faucet 22 5.1 164 ug/L Neg.

The laboratory results show that some of the samples were found to exceed
the lead in drinking water action level of 15 ug/L. These outlets are for hand
washing only. Follow up flush sampling was performed and the results did

not exceed the thresholds. Sampling forms and diagram are attached.

Sampling Performed by:

Stuart Casciano

NJ Lead Inspector/Risk Assessor

Mandell Environmental Consulting
409 Minnisink Road, Suite 102

Totowa, NJ 07512

Date:

7 r3i-2024

Signed: %% é,zz.,

Mandell Lead Inspectors, Inc,

116 Jackson Street, Paterson, NJ




Pace Analytical Services, LLC

. ® 575 Broad Hollow Road

ace Analytical Maivlie, NY 11747
www.pacelabs.com (631)894-3040

July 23, 2021

Stuart Casciano

Mandeli Environmental Consulting
409 Minnisink Road

Suite 102

Totowa, NJ 07512

RE: Projectt LAVIBACHILD CARE 7/2
Pace Project No.: 70181408

Dear Stuart Casciano:

Enclosed are the analytical results for sample{s) received by the laboratory on July 21, 2021. The results relate only to the
samples included in this report. Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, uniess otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
» Pace Analytical Services - Melville

If you have any questions concerning this report, please feel free lo contact me.

Sincerely,

O%Mmﬁ#%aoﬁ/ :

Kimberley M. Mack
kimberley.mack@pacelabs.com
(631)694-3040

Project Manager

Enclosures

REPORT GF LABORATORY ANALYSIS

This report shall not be raproduced, axcept in full,
without the written consent of Pace Analytical Services, LLC. Page 1 of 8




Pace Analytical Services, LLC
X ® 575 Broad Hollow Road
/" _APaceAnalytical Melville, NY 11747

wwiw.pacelabs.com {631)694-3040

CERTIFICATIONS

Project: LAVIDA CHILD CARE 7/2
Pace Project No.: 70181408

Pace Analytical Services Long Island

575 Broad Hollow Rd, Melvilte, NY 11747 New Jersey Certification #: NY 158

Connecticut Certification #: PH-0435 New York Certification #: 10478 Primary Accrediting Body
Defaware Cerlification # NY 10478 Pennsylvania Certification #: 68-00350

Maryland Certification #: 208 Rhode Island Certification #: LAQQG340

Massachusetts Certification #; M-NY026 Virginia Certification # 460302

_I}J_g\.y_%__ia_m_pghire Certification #: 2087

REPORT OF LABORATORY ANALYSIS

This report shall not be repraduced, except in fuil,
withaut the written consent of Pace Analytical Services, LLC, Page 2 of 8




Pace Analytical Services, LLC

' @ 575 Broad Hallow Road
/- /Pa/geAna/ytfca/ Melil, NY 11747
(631)694-3040

www.pacelabs.com

ANALYTICAL RESULTS

Projact: LA VIDA CHILD CARE 7/2
Pace Project No.: 70181408

Sample: L-1 OUTLET 22

Parameters Results Units Report Limit DF Prepared

Lab ID: 70181408001 Collecied: 07/02/21 00:00 Received: §7/21/21 1815 Matrix: Drinking Water
Analyzed CAS Neo. Qual

200.8 MET ICPMS Drinking Water Analyticai Method: EPA 200.8
Pace Analytical Services - Melville
ug/L 2,0 1 07/23/21 10:43 7440-50-8

Caopper 164
07/23/21 10:43 7439-92-1

|.ead 5.1 ug/L 1.0 1

REPORT OF LABORATCRY ANALYSIS

This report shall not be reproduced, except in full,

Date: 07/23/2021 05:03 P without the writien consent of Pace Analytical Services, LLC. Page 3 of 8




. Pace Analytical Services, LLC
/ ace Analytical” T e 17
www.pacslabs.com (631)694-3040
: dba :
MANDELL ENVARO0MEN Bk CONSULTING
Project:

MEIINK-REASD ““SUITE 102 + TOTOWA, NJ 07512 ¢ (973) 785-7574 + FAX (973) 785-0561

Pace Project No.. 70181408
QC Batch: 218808 Analysis Method: EPA 200.8
QC Baich Method:  EPA200.8 Analysis Description: 200.8 MET Na Prep Drinking Water
Labaratory: Pace Analylical Services - Melville
Associated Lab Samples: 70181408081
METHOD BLANK: 1103148 Malrix: Water
Associated Lab Samples: 70181408001
Blank " Reporting

Parameter Units Result Limit Analyzed Qualifiers
Copper ug/L <2.0 2.0 07/23/2110:14
tead ug/L <1.0 1.0 07/23/121 10:14
LABORATORY CONTROL SAMPLE: 1103149

Spike L.CS LCS % Rec

Parameter Units Conc. Result % Rec Limits Quaiifiers
Copper ug/L 50 45.3 93 85-115
Lead ug/L 50 48.5 97 85-115
MATRIX SPIKE SAMPLE: 1103152
: 70181405001 @ Spike MS MS % Rec

Parameter Units Result -Cone. Resuit % Rec Limits_ Qualifiers
Copper ug/L 44.7 50 99.4 110 70-130
Lead uglt 1.7 50 62.2 121 70-130
MATRIX SPIKE SAMPLE: 1103154

70181406002 Spike MS MS % Rec

Parameter Units Resuit Conc. Result % Rec Limits Qualifiers
Copper ugit. 79.0 50 135 13 70-130
t.ead ug/L 1.2 50 86.1 130 70-130
SAMPLE DUPLICATE: 1103151 .

70181405001 Dup
_ Parameter tinits Result Result RPD Qualifiers
Gopper ugh. 44,7 44.1 1
Lead ugft. 1.7 1.6 5
SAMPLE DUPLICATE: 1103153
70181406002 Dup

Parameter Units Resuit Result RPD - Qualifiers
Copper ug/L 79.0 80.3 2
Lead ug/L 1.2 1.2 1

Results presented on this page are In the unlts Indlcated by the “Unlts"” column except where an alternate unit is presented to the right of the result.

Date: 07/23/2021 05:03 PM

'

REPORT OF LABORATORY ANALYSIS

This report shall net be reproduced, except in full,
withaut the written consent of Paco Analytical Services, LLC.

Page 4 of 8




www.pacetabs.com {631)694-3040

// Pace Analytical Services, LLC
i 575 Broad Hollow Read
ace AnaMlcal Melville, NY 11747
%, §
¥ T '
‘ ; 3\ .

MANDELL ENVIRAAMIRN TAL CONSULTENG

Project MINPORIEREIRB WS UITE 102 + TOTOWA, NJ 07512 + (973) 785-7574 + FAX (973) 785-0561
Pace iject No 70181408

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

J - Estimated cencentration above the adjusted method detection limit and below the adjusted reporting fimit,

MDL. - Adjusted Method Detection Limit.

PQL. - Practical Quantitation Limit,
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
hias for a spacific analyte in a specific matrix.

§ - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration,

Consistent with EPA guidelines, unrounded data are displayed and have been used fo calculate % recovery and RPD values.

L.CS(D) - Labaratory Caontral Sample {Dupticate)

MS(D) ~ Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NG - Not Calculable.

5G - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but not detected.

N-Nitrosodiphenylamine decomposes and cannot be separated from Dlphenylamme using Method 8270 The result reported for

each analyte is a combined concentration.
Pace Analvytical is TN accredited. Contact your Pace PM for the current list of accredited analytes.

TNi - The NELAC Institute.

SAMPLE QUALIFIERS

Sample: 73181408001
[1] 116 JACKSON STREET, PATERSON, NJ

* REPORT OF LABORATORY ANALYSIS

This report shalt not be reproduced, except in full,
Date: 07/23/2021 05:03 PM without the written consent of Pace Analytical Services, LLC. Page 5 of 8




Pace Analytical Services, LLC

575 Broad Hollow Road

Melbville, NY 11747
{631)694-3040

aceAnéMical®

www.pacelabs.com

M ANDELEY. cCER VAT 84 885 REFERENARNBRIETING

Profect: 400 MINNRORK-REERDVSUITE 102 + TOTOWA, NJ 07512 ¢ (973) 785-7574 + FAX (973) 785-0561
Pace Project No.: 70181408

Analytical
Lab ID Sample 1D QC Batch Method QC Batch Analytical Method Batch

70181408001 L-1 OUTLET 22 EPA 200.8 218808

* REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 07/23/2021 05:03 PM without the written consent of Pace Analytical Services, LLC. Page 6 of 8
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’_FPaceAnalytical Client Name: Projec’’
}Li.«,.,;“:l A J[:‘mdi'fanmf'mf“ﬁ-f v

Cousier-(]Fed ExC] UPSCY USPS (Cient (ICommercial [Pace C0ther
Tracking #:
Custody Seal on Cooler/Box Present: [ZTYes (] No Seals intact:/IZ'\’ESD NO

Temperalure Blank Fivss

Packing Material: (Bubble Wrap {J Aubble Bags (7 Ziploe [;Nonerj Other Type of Ipe:  Wet  Blue 3@ 4
Thermometer Used: THD4 Cocrection Factor: 0.0 [)Samples on ice, coaking process has begun
Cooler Temperature[°C: 2.4} Cooler Temperature corrected(°C): 74, | Date/Time 5035A kits placed in freezer
Temp shauld be above freezing 10 6.0°C
USDA Regulated Soil [ LIN/A, water sampie) Date and initials of person examining contents: 77
Did samples originate in a quaranting zone within the United States: AL AR, CA, FL, GA, 1D, LA MS,NC,  Did samples orignate from a forsign source
NM_ NY, OK OR, SC, TN, TX, or VA [check map)? [ Ves (INo including Hawaii and Puerto Rico]? 0 vesh N
(f Yes to either question, fill out a Regulated Sol Checkiist [F-Li-C-010) and include with SCUR/COC paperwork.
COMMENTS:

Chain of Custody Present: #es  ONo 1
Chain of Custody Filled Out: (Ales  ONo 2.
Chain of Custody Relinquished: ‘fes  DONo 5.
Sarppler Name & Signature on COC: Gfies  (No  CN/A A
Samples Arrived within Hold Time: Aes (No 3.
Short Hold Time Analysis (<72hr): Twves  gfo b.
Rush Turn Around Time Requested: &}‘(‘esq*“’ #No 1.
Sufficient Volume: [Triple volume provided for GiYes  ONo B,
Carrect Containers Used: Thles CIND 9.

-Pace Containers Used: ffves  CNo
Containers Intact; Yrfles  ONo 10.
Fitered volurme received for Dissolved tests  OYes No }sz/A 1L Note if sediment is visible in the dissolved container.
Sample Labels match COC: gz?es CINa 12.

Ancludes date/ftime/(D, Matrix SL@DIL
Al containers needing preservation have beentiifes  [INO oN/a |13 DHNO;  [OH,50,  EINaOH OHCl
checked!
pH paper Lot # H{ [S59¢
All containers needing preservation are found to be Sample #
in compliance with method recammendation?
{HND., H,504, HCI, NaOH>9 Sulfide, es (Mo CIN/A
NAOH>12 Cyanide}
Exceptions: VOA, Coliform, TOG/D0C, Oil and Grease,
DRO/801S [water). initial when completed: [Lot # of added Date/Time preservativ
Per Methad, VOA pH is checked after analysis preservative: added:
Samples checked for dechlorination: lYes ONo NSA 14
K| starch test strips Lot # Ei
Residual chiorine strips Lot # Positive for Res. Chlorine? Y N
SM 4500 CN samples checked for sulfide?  Cves  ONo TN/A 15.
i ead Acetate Strips Lot #
Headspace in VOA Vials { >6mm): [¥es ONo /A 16.
Trip Blank Present: es  [No cm/a T
Trip Biank Custady Seals Present Yes o /A
Pace Trip Blank Lot # (if applicable): . _
Client Notification/ Resotution: Field Data Required? vy / N
Person Contacted: Date/Time:

Comments/ Resolution:

* pM {Project Manager) raview is documented electronically in LIMS FNV-FRM-MELY-0024

Page 8 of 8




Pace Analytical Services, LLC

P 9 574 Broad Hollow Road
“dce AN&‘MIC&/ Melville, NY 11747
www.pacefabs.com (631)5694-3040

February 04, 2021

Stuart Casciano

Mandell Environmental Consuiting
409 Minnisink Road

Suite 102

Totowa, NJ 07512

RE: Projectt LAVIDACHILD CARE TOO 1/22
Pace Project No.. 70161053

Dear Stuart Casciano:

Enclosed are the analytical results for sample(s) received by the laboratory on January 29, 2021. The results relate only to
the samples included in this report. Resuits reported herein conform to the applicable TNWNELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
+ Pace Analytical Services - Melville

If you have any questions concerning this report, please feal free to contact me.

Sincerely,

DW#& ke

Kimberley M. Mack
kimberiey.mack@pacelabs.com
(631)894-3040

Project Manager

Enclosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Anaiylical Services, LLC. Page t of12




Pace Analytical Services, LLC

. ® 575 Broad Hellow Road
Pace Analytical Mesvile, NY 11747
www.pacelabs.cam (631)694-3040
CERTIFICATIONS
Project: LA VIDA CHILD CARE TOO 1/22

Pace Project No.: 70161053

Pace Analytical Services Long Istand

575 Broad Hollow Rd, Melville, NY 11747 Marytand Certification #: 208

New York Certification #: 10478 Primary Accrediting Body Rhode Island Cerlification #: LAO00340
New Jersey Certification #: NY158 Massachusetts Certification #: M-NY026
Pennsylvania Cerlification #: 68-00350 New Hampshire Certification #: 2987

Caonnecticut Cerlification #: PH-0435

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
withrout the wriltan consent of Pace Analyticat Services, LLC, Page 2 of 12




Pace Analytical Services, LL.C
575 Broad Hollow Road

Pace A naMica/ Melville, NY 11747

www.pacelahs.com (531)694-3040

ANALYTICAL RESULTS
Project: LA VIDA CHILD CARE TOO 1/22
Pace Project No.: 70161053
Sample: LVC-1 OUTLET 22 Lab ID: 70161053004 Collected: 01/22/21 00:00 Received: 01/29/21 10:10 Matrix: Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
1 ugilL 2.0 1 02/03/21 12:28 7440-50-8

Copper
ug/L 1.0 1 02/03/21 12:28 7439-92-1

Lead 24.8

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in fuli,
Date: 02/04/2021 11:09 AM without the written consent of Pace Analytical Services, LLC, Page 3 of 12




~Phoe Analytical’

wWww.pacatabs.com

Project:
Pace Project No.: 70161053

ANALYTICAL RESULTS

LA VIDA CHILD CARE TOO 1/22

Pace Analytical

Services, LLC

575 Broad Holiow Road
Melville, NY 11747

{631)894-3040

Sample: LVC-2 OUTLET 31

Lab iD: 70161053002

Collected: 01/22/21 00.00 Received: 01/29/21 10:10  Mafrix: Drinking Water

Parameters Resulis Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
Copper 279 ugfl. 2.0 1 02/03/21 12:29 7440-50-8
Lead 4.1 ug/L 1.0 1 02403721 12:29 7439-92-1
REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in fulf,
without the written consent of Pace Analytical Services, LLC, Page 4 of 12

Daie: 02/04/2021 11:09 AM




y Goe Analytical

www.pacelabs.com

Project:
Pace Project No.; 701610583

ANALYTICAL RESULTS

LAVIDA CHILD CARE TOO 1/22

Pace Analytical

Services, LLC

575 Broad Hollow Road
Melville, NY 11747

(631)694-3040

Sample; LVG-3 OUTLET 35

Lab ID: 70161053003

Collected: 01/22/21 00:00 Received: 01/29/21 10:10  Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Quatl
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
Copper 422 ugf/L 2.0 1 02/03/21 12:31 7440-50-8
Lead 10.8 ug/l. 1.0 1 02/03/21 12:31 743%-92-1
REPORT OF LABORATORY ANALYSIS
This report shall not be repreduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 5 of 12

Date: 02/04/2021 11:09 AM




y 4oeAnalytical”

wwnw.pacetabs.com

Project:
Pace Project No.. 70161053

ANALYTICAL RESULTS

LA VIDA CHILD CARE TOO 1/22

Pace Analytical Services, LLC
575 Broad Hollow Road

Mel

vilie, NY 11747
{631)894-3040

Sample: LVC-4 QUTLET 48

Lab ID: 70161053004

Collected: 01/22/21 00:00 Received: 01/29/21 10:10  Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melvilfe

Copper 245 ug/L 2.0 1 02/03/21 12:32 7440-50-8
l.ead 12.5 ug/l 1.0 1 02/03/21 12:32 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page Bof 12

Date: 02/04/2021 11:09 AM




Pace Analytical Services, LLC
575 Broad Hollow Road

C@ A nanca[ Melville, N 11747

www.pacelabs.com (631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHILD CARE TOQO 1/22
Pace Project No.: 70161053
Sample: LVC-5 OUTLET 51 Lab ib: 70161053005 Coliected: 01/22/2100:00 Received: 01/29/21 10:10 Matrix: Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EFA 200.8
Pace Analytical Services - Melville
139 ug/l 2.0 1 02/03/21 12:35 7440-50-8

Copper
ug/L 1.0 1 02/03/21 12:35 7439-92-1

Lead 4.0

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date; 02/04/2021 11:09 AM without the written consent of Pace Analytical Services, LLC. Page 7 of 12




www.pacelabs.com

Pace Analytical Services, LLGC
575 Broad Hollow Road

Meluille, NY 11747
(631)594-3040

QUALITY CONTROL DATA
Project: LAVIDA CHILD CARE TGO 1/22
Pace Project No.: 70161053
QC Batch: 195117 Analysis Method: EPA 200.8
QC Batch Method:  EPA 200.8 Analysis Description: 200.8 MET No Prep Drinking Water
Labaoratory: Pace Analytical Services - Melville

Associated Lab Samples: 70161053001, 70161053002, 70161053003, 70161053004, 70161053005

METHOD BLANK: 857332 Maftrix: Water
Associated Lab Samples: 70161053001, 70161053002, 70161053003, 70161053004, 70161053005
Blank Reporting
Parameter Units Result Lirnit Analyzed Qualifiers
Copper ugf/L <2.0 2.0 02/03/2112:22
l.ead ug/L <1.0 1.0 02/03/2112:22

LABORATORY CONTROL SAMPLE: 957333

Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
Copper ugfL 50 50.8 102 85-115
l.ead ugil 50 50.5 101 85-115
MATRIX SPIKE SAMPLE: 957336
70161120001 Spike MS MS % Rec
Parameter Units Result Cone. Result % Rec Limits Qualifiers
Copper ug/L. 7.2 2 2.1 93 70-130
lLead ugiL <1.0 2 2.8 107 70-130
MATRIX SPIKE SAMPLE: 957338
70160403005 Spike MS MS % Rec
Parameter Units Result Conc, Resukt % Rec Limits Qualifiers
Copper ug/L 202 2 198 -156 70-130 M1
Lead ug/l. 5.2 2 7.3 107 70-130
SAMPLE DUPLICATE: 957335
70161120001 Dup
Parameter Units Result Result RPD Qualifiers
Copper ugiL 7.2 7.4 2
Lead ug/l. <1.0 <1.0
SAMPLE DUPLICATE: 957337
70160403005 Dup
Parameter Units Result Result RPD Qualifiers
Copper ugiL 202 201 0
Lead ug/L 5.2 52 0

Results presented on this page are in the units indlcated by the "Units” column except where an alternate unit is presented to the right of the result.

REPORT OF LABORATORY ANALYSIS

This report shall net be reproduced, except in full,
Date: 020472021 11:09 AM without the wrilten consent of Pace Analytical Services, LLC.

Page 8 of 12




www.pacelahs.com

QUALIFIERS

Project: LAVIDA CHILD CARE TOO 1/22
Pace Project No.: 70161053

Pace Analytical Services, LLG
575 Broad Hollow Road

CE'A”HMI'CHI Melvilie, NY 11747

(831)694-3040

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting Hmit.

TNTC - Too Numercus To Count

J - Estimated conceniration above the adjusted method detection imit and below the adjusted reporting &imit.

MDL - Adjusted Method Detection Limit.

PQL - Praciical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenythydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyle is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.

LCS(D) - Laboratory Control Sample (Puplicate)

MS(D) - Matrix Spike (Duplicate}

DUP - Sample Duplicate

RPD - Relative Percent Difference

NG - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was anaiyzed for, but not detected.

N-Nitrosodiphenytamine decomposes and carnot be separated from Diphenylamine using Method 8270. The result reported for

each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current fist of accredited analytes.

TNI - The NELAC Institute,

SAMPLE QUALIFIERS
Sample: 701610530601

[1 116 JACKSON ST. PATERSON, NJ
Sample: 70161053002

1] 116 JACKSON ST. PATERSCON, N
Sampte: 70161053003

[1] 116 JACKSON ST. PATERSON, NJ
Sampie; 70161053004

[1] 116 JACKSON ST. PATERSON, MJ
Sample: 70161053005

{1] 116 JACKSON ST. PATERSON, NJ

ANALYTE QUALIFIERS

M1 Matrix spike recovery exceeded QC limits. Batch accepted based on laboratory conirol sample (LCS) recovery.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in ful,
Date: 02/04/2021 11:09 AM withaut the written consent of Pace Analytical Services, LLC.

Page 9 of 12




Phce Analytical”

www.pacetabs.com

Pace Analytical Services, LLC

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: LAVIDA CHILD CARE TOO 1/22

Pace Project No.: 70161053

575 Broad Hollow Road
Melvilie, NY 11747
{631)694-3040

Analytical
Lab ID Sample ID QcC Batch Method QC Batch Analytical Msthod Batch
70161053001 LVC-1 OUTLET 22 EPA 200.8 195117
70161053002 LVC-2 QUTLET 31 EPA 200.8 195117
70161053003 LVGC-3 CUTLET 35 EFPA 200.8 195117
70161053004 LVC-4 OUTLET 48 EPA 200.8 195117
70161053005 LVGC-5 QUTLET 51 EPA 200.8 195117

Date: 02/04/2021 11:.09 AM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
withcut the written consent of Pace Analytical Services, LLC.

Page 10 of 12
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éFﬁceAnaMica/ Clignt Name: " NO# : ?8161053;/12/21 :

urier-tgted Bx] UPSCT USPS Cltlient (Commercial CPace LIOher —— pi: KM Due Date:

acking /% P 13y o CLIENT: MEC

istody Seal on Cooler/Box Present: [(JYes §aH0 Seals intact: [ YegioNo —
jcking Material: {JBubble Wrap [ Bubble Bags [ Zploc Jg‘nlane (] Other IYpE ot lee: @e} Blue Mone
wrmometer Used:  THOS1 Correction Fastor: _— O > 2. (}Samples on ice, eooling pracess has begun
soler Temperaturel°Cl: (. & Coaler Temperature Corrected(°Cl: 4 Y Date/Time S035A kits placed in fre?zer

xmy should be above fregzing to 6.0°C \U/\) 'BOB, /

SDA Regulated Soil !ﬁ N/A, water sampla]
id samples originate in a quarantine zone withia the United States: AL, AR, CA, FL, GA, [D, LA, MS, NC,

M, NY, OK, OR, SC, TN, TX or VA [check map)? L Yes CNo
{F-Li-C-010) and include with SCUR/COC paperwork.

Date and Initials of person examining contents:

Did samples orignate from 2 foreign Source
including Hawaii and Puerto Rico)? O vegd Ho

Yos to either guestion, fill out a Regulated Soil Checklist

COMMENTS:

hain of Custody Present: ‘ fives  (No 5
hain of Custody Filled Out: WNes  [No 2.
hain of Custody Relinquished: fies  ONo 5.
ampler Name & Signature on COC: ‘Zies  DNO oA e
amples Arrived within Hold Time: Fites  EMo 2.
hort Hold Time Analysis (<72hr): “ries_ giNo 5. |
ush Turn Around Time Requested: Cves o .
ufficient Volume: (Triple volume provided for Fifes No B.
‘orrect Containers Usert: ‘gles WO s

-Pace Containers Used: jetles Lo
‘ontainers Intact: “oes  ONo 10. :
fitered volume received for Dissalvad tests  OiYes No ZN/A 1. Note if sediment is visible in the dissolved container.
:ample Labels match COC: _ jes  CNo 2

Includes date/time/iD, Matrix.__ SL(WF OiL
\l containers needing preservation have beenftl\"es CNo /A (B OlN0;  OH:50,  DINalH !
shecked?
H paper Lot £ M o16Ug L
{ll containers needing preservation ace found to be Sample #
n compliance with mathod recommendation?
#N02, H2S0.4, HCL NaOH-9 Sulfide, s OND CN/A
JAQH=12 Cyanide) ‘
xceptions: VOA, Coliform, TOC/DOC, U and Grease, .
YR0/8015 (water). Initial when completed: [Lot # of added Date/ Time presenative
>er Methad, VOA pH is checked after analysis preservative: added:
samples checked for dechlorination: (Wes ONo 7@‘1/ A A

Kl starch test strips Lot #
Positive for Res. Chlorine? Y N

Residual ¢hlorine strips Lot #

SM 4500 CN samples checked for sulfide?  Cifes Do ilN/ A5

Lead Acetate Strips Lot #

Headspace in YOA Vials [ >Brm): Oves CiNo adN/A 6.

Trip Blank Present: Cifes (o N/ T

Trip Biank Custody Seals Present CiYes  CNo /A

Pace Trip Blank Lot 4 (if applicable):___ 3

Client Notification/ Resolution: ) Field Data Required? Y/ N
Date/Time:

Person Coentacted:

Comments/ Resolution:

- pM [Project Manager] review is docurnented etectronically in LIMS

ENY-FRM-MELV-0624 00

Page 12 of 12




Pace Analytical Services, LLC

' . @ 575 Broad Hollow Road
ace Analytical Melville, Y 14747
wiww.pacalabs,com (631)694-3040

December 09, 2020

Stuart Casciano

Mandell Environmental Consulting
409 Minnisink Road

Suite 102

Totowa, NJ 07512

RE: Projectt LAVIDA CHILDCARE CENTER 11/3
Pace Project No.. 70154644

Dear Stuart Casciana:

Enclosed are the analytical resuits for sample(s) received by the laboratory on November 24, 2020. The results relate only
to the samples included in this report. Results reported herein conform fo the applicable TNI/NELAC Standards and the
laboratory’s Quality Manual, where applicabie, unjess otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
« Pace Analytical Services - Melville

if you have any gquestions concerning this report, please fee! free to contact me.

Sincerely,

D%g/momaf acke
Kimberiey M. Mack

kimberley. mack@pacelabs.com

(631)694-3040
Project Manager

Enciosures

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analylical Services, LLC. Page 1 of 42




Phce Analytical

www.pacefahs.com

Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.; 70154644

CERTIFICATIONS

Pace Analytical Services, LLG
575 Broad Holiow Road
Melville, NY 11747
{631)694-3040

Pace Analytical Services Long Isiand
575 Broad Hollow Rd, Melville, NY #1747
New York Certification #: 10478 Primary Accrediting Body
New Jersay Certification #: NY 158
Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435

Maryland Cerlification #: 208

Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Cerification #: 2987

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,
without the wrilten consent of Pace Analytical Services, LLG.

Page 2 of 42




hoe Analytical”

wuw.paceiabs.com

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLGC
575 Broad Hollow Road
Melville, NY 11747
(631)594-3040

Sample: P-1 OUTLET 2

Parameters

Lab ID: 70154844001 Coliected; 11/03/20 09:45 Received: 11/24/20 1045 Matrbx: Drinking Water

Resuits Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

280 ug/L. 2.0 1
4.1 ug/L i.0 1

REPORT OF LABORATORY ANALYSIS

This report shali not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

12/07/20 15:09 7440-50-8
12/07/20 15:09 7439-92-1

Page 3 of 42




hoe Analytical”

www.paceiabs.com

ANALYTICAL RESULTS

Project; LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLC
575 Broad Hollow Road
Melvilla, NY 19747

(631)694-3040

Sample: P-2 QUTLET 4

Lab ID: 70154644002 Collected: 11/03/20 09:45 Received: 11/24/20 10:45 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Quat
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville

Copper 293 ugft. 2.0 1 12107120 15:16 7440-50-8
Lead 6.2 ught 1.0 1 12/07/20 15:15 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 4 of 42

Date: 12/08/2020 12:38 PM




PhceAnalytical”

www.pacelabs.com

Project:
Pace Project No.: 70154644

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3

Pace Analytical

Services, LLC

575 Broad Hollow Road

Mel

viie, NY 11747
{631)594-3040

Sample: P-3 OUTLET?7

Lab ID: 70154644003

Coliected: 11/03/20 09:45 Received: 11/24/20 10:45 Malrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Quat
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville

Copper 284 ug/L 20 1 12/07/20 15:17  7440-50-8
Lead 5.3 ugft. 1.0 1 12/07/20 1517 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be repraoduced, except in full,
without the writlen consent of Pace Analytical Services, LLC. Page 5 of 42

Date: 12/09/2020 12:38 PM




Pace Analytical Services, LLC
575 Broad Hollow Road

' CG AHHMiCEI/ Melville, NY 11747

whw.patelabs.com {631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644
Sample: P-4 OUTLET?9

Lab 1D: 70154644004 Collected: 11/03/20 09:45 Received: 11/24/2010:45 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analylical Services - Melvilie
156 ugft 2.0 1 12/07/20 1518 7440-50-8

Copper
ug/t. 1.0 1 12/07/20 1518 7439-92-1

Lead 1.9

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,

Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 6 of 42




Sce Analytical

wiww.pacelabs.com

ANALYTICAL RESULTS

Project: EAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLC
575 Broad Hollow Read
Melville, NY 11747
(631)694-3040

Sample: P-5 OUTLET 10

Parameters

Lab iD: 70154644005 Coliected; 11/03/2009:45 Received: 11/24/2010:45 Matrix: Drinking Water

Resulis Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

108 ug/l. 2.0 1
3.0 ug/L 10 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, exceptin full,
without the written consent of Pace Analytical Services, LLC.

12/07/20 15:20 7440-50-8
12/07/20 15:20 7438-92-1

Page 7 of 42




Pace Analytical Services, LLC
575 Broad Hollow Road

ace Analytical i, WY 1747

www.pacelabs.eom (631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644
Sampie: P-6 OUTLET 11 l.ab ID; 70154644008 Collected: 11/03/20 09:45 Received: 11/24/2010:45 Matrix: Drinking Water
Parametars Resuits Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET |CPMS Drinking Water Analytical Methed: EPA 200.8
Pace Analyticat Services - Melville
283 ug/L 2.0 1 12/07/20 15:25 7440-50-8

Copper
ug/l 1.0 1 12/07/20 15:25 7439-92-1

Lead 14,7

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, 1.1.G. Page 8 of 42




choe Analytical”

www.pacalebs.com

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3
70154644

Project:
Pace Project No.:

Pace Analytical Services, LLG
575 Broad Hellow Road
Melville, NY 11747
(631)694-3040

11/24/20 10:45  Matrix: Drinking Water

Sample: P-7 OUTLET 13 Lab ID: 70154644007 Collected; 11/03/20 0%:45 Received:
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Quat
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville

Copper 222 ug/l. 2.0 1 12007120 15:26 7440-50-8
Lead 6.1 ug/L 1.0 1 12/07/20 15:26 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analylical Senvices, LLC. Page 9 of 42

Date: 12/09/2020 12:38 PM




Pace Analytical Services, LLC
575 Broad Hollow Road

' Ce Anal_]/ﬁcal Melville, NY 11747

www.pacelabs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644

Sample: P-8 QUTLET 16

Lak iD: 70154644008 Collected: 11/03/20 09:45 Received: 11/24/20 10:45 Matrix: Drinking Water

Parameters Resulis Linits Report Limit [F Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
291 ug/l. 2.0 i $2/07/20 1528 7440-50-8

Copper
ug/L 1.0 1 12/07/20 15:28 7439-92-1

Lead 28

REPORT OF LABORATORY ANALYSIS

This report shali not be reproduced, except i full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analylical Services, L1C. Page 10 of 42




Pace Analytical

wwwhpacelabs.com

Project:
Pace Project No.: 70154644

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3

Pace Analytical

Services, LLC

575 Broad Hollow Road
Melvilte, NY 11747

{631)694-3040

Sample: P-9 OUTLET 14

Parameters

Lab ID: 70154644009

Results Units Report Limit

DF

Prepared

Analyzed CAS No.

Collected: 11/03/20 69:45 Received: 11/24/20 10:45 Matrix: Drinking Water

Quat

200.8 MET iCPMS Drinking Water

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melvilte

176 ugflL. 2.0
29 ug/L. 1.0

REPORT OF LABORATORY ANALYSIS

This repart shall not be reproduced, except in fuli,
without the written consent of Pace Analytical Services, LLC.

12/07/20 15:30 7440-50-8
12/07/20 15:30 7439-92-1

Page 11 of 42




Pace Analytical Services, LLC
575 Broad Hollew Road

i CEA”HMICHI ) Melville, NY 11747

www.pacelahs.com {631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHILOCARE CENTER 11/3
Pace Project No.: 70154644
Sample: P-10 OUTLET 22 LabiD: 70154644010 Collected: 11/03/20 09:45 Received: 11/24/20 10:45 Matrix: Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
281 ug/L 20 1 1210720 15:31 7440-50-8

Copper
ug/l. 1.0 1 12/07/20 15:31 7439-92-1

Lead 77.0

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 12 of 42




hoe Analytical

www.pacelabs.com

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLC
575 Broad Hollow Read
Melville, NY 11747
(631)694-3040

Sample: P-11 QUTLET 24

Parameters

LabID: 70154644011  Collected: 11/03/20 0945 Received: 11/24/20 10:45 Matrix: Drinking Water

Results Units Report Limit BF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Bate: 12/00/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

269 ug/L 2.0 1
<1.0 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,
without the written consent of Pace Analytical Services, LLC.

12/07/20 15:33 7440-50-8
12/07/20 15:33 7439-92-1

Page 13 of 42




PhceAnalytical’

www.pacelahs.cam

ANALYTICAL RESULTS

Project: : LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLC
575 Broad Hollow Road
Melvife, NY 11747
{531)694-3040

Sample: P-12 OUTLET 19

Parameters

Lab ID: 70154644012 Coliected: 11/03/20 09:45 Received: 11/24/20 10:45  Matrix: Drinking Water

Results Units Report Limit DF Prepared

Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Waier

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melvilte

225 ug/lL. 2.0 1
3.7 ugfl. 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shalt not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.

12107/20 15:38 7440-50-8
12/07/20 15:38 7438-92-1

Page 14 of 42




Pace Analytical Services, LL.C
575 Broad Hollow Road

aCBAnaM!CHI Melville, NY 11747

www.pacelabs.com (631}694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.. 70154644

Sample: P-13 QUTLET 17 Lab ID: 70154644613 Collected: 11/03/20 10:10  Received: 11/24/20 10:45  Matrix: Drinking Water
Parameters Resuits Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Methed: EPA 200.8
Pace Analyticat Services - Melvitlle
12/07/20 15:38 7440-50-8

Copper 430 ug/L 20 A
12/07/20 15:39 7439-92-1

Lead 12.6 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be repraduced, except in full,

Date: 12/09/2020 12:38 PM without the written cansent of Pace Analytical Services, LLG. Page 15 of 42




Pace Analytical Services, LLC
575 Broad Hollow Road

Pace Analytical i, Y 11707

viww.pracelabs.com (631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.. 70154644
Sample: P-14 QUTLET 27 Lab ID: 70154644014 Collected: 11/03/20 10:10 Received: 11/24/20 10:45 Matrix: Drinking Water
Parameters Resuits Units Report Limit DF Prepared Analyzed CAS No. Quat

200.8 MET ICPMS Drinking Water Analyticat Method: EPA 206.8
Pace Analytical Services - Melville
566 ugiL 2.0 1 12/07/20 15:44 7440-50-8

Copper
ug/L. 1.0 1 12/07/20 15:44 7439-92-1

Lead 1.1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date; 12/09/2020 12:38 PM without the wrilten consent of Pace Analytical Services, LLC. Page 18 aof 42




Pace Analytical Services, LLC
575 Broad Hollow Road

CB AH&M!C&/ Melvilie, NY 11747

www.pacalabs.com {631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644
Sample: P-15 OUTLET 31 Lab ID: 70154644015 Collected; 11/83/2010:10 Received: 11/24/20 10:45  Matrix; Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
535 ugfi. 2.0 1 12/07/20 15:46 7440-50-8

Copper
ugft 1.0 1 12/07/20 15:46 7439-92-1

Lead 51.2

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 17 of 42




[

hoe Analytical”

www.pacelahs.com

Project:
Pace Project No.: 70154644

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3

Pace Analytical Services, LLG
575 Broad Hollow Road
Melville, NY 11747

(631)694-3040

Sample: P-16 OUTLET 30

Parameters

LabID: 70154644016 Collected:

Resuits Units Report Limit

DF

11/03/20 10:10  Received:

Prepared

11/24/2010:45  Mafrix: Drinking Water

Analyzed CAS No.

Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/08/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

162 ug/L 2.0
3.4 ug/l. 1.0

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analyiical Services, LLC,

12107120 15:47 7440-50-8
12/07/20 16:47 7439-92-1

Page 18 of 42




ace Analytical”

www.pacelabs.com

Project:
Pace Project No.: 70154644

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3

Pace Analytical

Services, LLC

575 Broad Hollow Road
Melville, NY 11747

(631)694-3040

Sample: P-17 OUTLET 33

Parameters

Lab ID: 70154644017

Results Units Report Limit

bF

Prepared

Analyzed CAS No.

Collected: 11/03/20 10:10 Received: 11/24/20 10:45 Matrix: Drinking Water

Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

553 ugilL 2.0
5.2 ugil. 1.0

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,
without the written consent of Pace Analytical Services, LLC.

12/07/20 15:49 T7440-50-8
12/07/120 15:49 7439-92-1

Page 19 of 42




Pace Analytical Services, LLG
575 Broad Hollow Road

ace Ana/yflc&'/ ’ Melvilie, NY 11747

wWww.pacslabs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Sample: P-18 OUTLET 35 Lab ID: 70154644018 Collected: 11/03/2010:10 Received: 11/24/20 10145 Matrb Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville

Copper 1140 ug/L 10.0 5 12/08/20 13:23 7440-50-8
Lead 87.56 ug/L 1.0 1 12/07/20 15:50 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be repreduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 20 of 42




Pace Analytical Services, LLC
575 Bread Hollow Road

i aCBAnaMlCEI/ Melville, NY 11747

www.pacelehs.com (631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHIEDCARE CENTER 11/3
Pace Project No.: 70154644
Sample: P-13 OUTLET 37 Lab ID: 70154644018 Cotlected: 11/03/20 10:10 Received: 11/24/20 10:45 Matrix: Brinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
416 ugft 2.0 1 12/07/20 15:52 7440-50-8

Copper
ugil 1.0 1 12/07/20 15:52 7439-92-1

Lead 7.5

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 21 of 42




aeAnaMica/ )

wiww.pacelahs.com

ANALYTICAL RESULTS

Project; LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLC
575 Broad Hollow Road
Melvilie, NY 14747
(631)694-3040

Sample: P-20 QUTLET 39

Parameters

Lab ID: 70154644020 Coliected: 11/03/20 10:10 Received; 11/24/20 10:45 Matrix: Drinking Water

Results Units Report Limit DF Prepared

Analyzed CAS No. Qual

2(:0.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melvilie

403 ugiL 2.0 1
7.5 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except ins full,
withaut the written consent of Pace Analytical Services, LLC.

12107/20 15:54 7440-50-8
12/07/20 15:54 7439-92-1

Page 22 of 42




Pace Analyticat Services, LLC
575 Broad Hollow Road

] Ce AnaMfcal Melvilie, NY 41747

www.pacslzbs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Sample: P-21 OUTLET 43 Lab ID: 70154644021 Collected: 11/03/20 10:10 Received: 11/24/20 10:45  Matrix: Brinking Water
Parameters Results Units Report Limit DF Prepared Analyzed GAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
444 ugfL 2.0 1 12/07/20 156:58 7440-50-8

Copper
ug/L. 1.0 1 12/07/20 15:58 7439-92-1

Lead 6.1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date:; 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 23 of 42




Pace Analytical Services, LLC
575 Broad Holiow Road

Pace Analytical Melvite, NY 11747

wpacelabs.com {631)694-3040

ANALYTICAL RESULTS
Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644
Sample: P-22 QUTLET 45 Lab ID: 70154644022 Collected: 11/03/2010:10 Received: 11/24/20 10:45 Malebe: Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
Copper 550 ug/L 2.0 1 12/07/20 16:06 7440-50-8
Lead 8.8 ug/l. 1.0 1 12/07/20 16:08 7439-92-1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in fuf,

Date; 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 24 of 42




Pace Analytical Services, LLC
575 Broad Heliow Road

Pace Analytical Melville, NY 11747

www.pacetabs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.; 70154644

Sample: P-23 QUTLET 47 Lab ID: 70154644023 Collected: 11/03/2010:10  Received: 11/24/20 10:45 Matrbx: Drinking Water
Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
656 ug/l. 2.0 1 12/07/20 16:08 7440-50-8

Caopper
12/07/20 16:08 7439-92-1

Lead 74 ug/L 1.0 1

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date; 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 25 of 42




PhoeAnalytical’

Www.pacelabs.com

Project:
Pace Project No.: 70154644

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3

Pace Analytical Services, ELC
575 Broad Hollow Road
Melville, NY 11747

(631)694-3040

Sample: P-24 QUTLET 48

Lab ID: 70154644024

Collected; 11/03/20 10:10 Received: 11/24/20 10:45  Matrix: Drinking Water

Parameters Resulis Units Report Limit DF Prepared Analyzed CAS No. Qual
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
Copper 819 ug/L 2.0 1 12107120 16:09 7440-50-8
Lead 11.2 ug/L 1.0 1 12/07120 16:09 7439-92-1
REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC. Page 26 of 42

Date: 12/09/2020 12:38 PM




Pace Analytical Services, LLC
575 Broad Hollow Road

CE A naMica/ Melvilie, NY 11747

www.pacetabs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.. 70154644

Sample: P-25 OUTLET 49

Lab ID: 70154644025 Collected: 11/03/20 10:10 Received: 11/24/20 10:45 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8
Pace Analytical Services - Melville
479 ug/L 2.0 1 12/07/2016:11 7440-50-8

Copper
ug/L 1.0 1 12/07/20 16:11  7439-92-1

Lead 10.4

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 12/09/2020 12:38 PM withous the written cansent of Pace Analytical Services, LLGC. Page 27 of 42




Pace Analytical Services, LLC
§75 Broad Hellow Road

309 A nalyﬁcal Metville, NY 11747

www,paceiabs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARFE CENTER 11/3
Pace Project No.: 70154644

Sample: P-26 OUTLET 51

Lab ID: 70154644026 Collected: 11/03/2010:10 Received: 11/24/20 10:45 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed GAS No. Quai

200.8 MET ICPMS Drinking Water Analytical Methed: EPA 200.8
Pace Analytical Services - Melville
631 ug/L 20 1 12/07/20 16:12  7440-50-8

Copper
ug/L 1.0 1 12/67/20 16:12 7439-92-1

Lead 17.4

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 28 of 42




Pace Analytical”

www.pacelabs.com

Project:
Pace Project No.: 70154644

ANALYTICAL RESULTS

LAVIDA CHILDCARE CENTER 11/3

Pace Analytical Services, LLGC
575 Broad Hollow Road
Melville, NY 11747

(631)594-3040

Sample: P-27 OUTLET 54

Parametars

LabiD: 70154644027

Results Units Report Limit

Collected: 11/03/20 10:10 Received:

bF Prepared

11/24/20 10:45 Matrix: Drinking Water

Analyzed CAS No.

Qual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/09/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

20
1.0

559
8.7

ug/L.
ug/L

REPORT OF LABORATORY ANALYSIS

This repott shall not be repreduced, exceptin full,
without the writlen consent of Pace Analytical Services, LLC.

12/07/20 16:14  7440-50-8
12/07/20 16:14 7439-92-1

Page 29 of 42




Pace Analytical Services, LLC
575 Broad Hollew Road

C@AnaMical® Melville, NY 41747

www.pacefabs.com (631)694-3040

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644

Sample: P-28 QUTLET 55

Lab ID; 70154644028 Collected; 11/03/20 10:10 Received: 11/24/20 10:45 Malsix: Drinking Water

Parameters Restllts Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EFPA 2006.8
Pace Analytical Services - Melviflle
607 ug/l. 2.0 1 12/07/20 16:16 7440-50-8

Copper
ug/L 1.0 1 12/07/2016:16 7439-92-1

Lead 58

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 30 of 42




GeeAnalytical”

www.pacefzhs.com

ANALYTICAL RESULTS

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.; 70154644

Pace Analytical

Services, LLGC

575 Broad Hollow Road
Melville, NY 11747

(631)694-3040

Sample: P-29 WATER COOLER1

Parameters

Lab 1D: 70154644029 Collected: 11/03/20 10:10 Received: 11/24/20 10:45 Matrix: Drinking Water

Resulis Units Report Limit DF Prepared

Analyzed CAS No.

CQual

200.8 MET ICPMS Drinking Water

Copper
Lead

Date: 12/109/2020 12:38 PM

Analytical Method: EPA 200.8
Pace Analytical Services - Melville

<2.0 ugf/l 2.0 1
<1.0 ugfl. 1.0 1

REPORT OF LABORATORY ANALYSIS

This repori shall not be reproduced, except in full,
without the weitten consent of Pace Analytical Services, LLC.

12/07/20 16:17  7440-50-8
12/07/20 16:17 7439-92-1

Page 31 of 42




Pace Analytical Services, LLC
575 Broad Hollow Road

408 AnaMical Melvite, NY 11747

www.pacelahs.com {631)694-3040

ANALYTICAL RESULTS

Project: EAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644

Sample: P-30 WATER COOLER 2

Lab ID: 70154644030 GCollected: 11/03/20 10:10  Received: 11/24/20 10:45  Mairix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Methed: EPA 200.8
Pace Analytical Services - Melville
105 ugil 2.0 1 12/07120 16:22 7440-50-8

Copper
ug/l. 1.0 1 12/07/20 16:22 7439-92-1

Lead <1.0

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,

Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 32 of 42




Pace Analytical Services, LLC
575 Broad Hollow Road

) CE.’ AHEIMICH/ Melville, NY 11747

www.pacelabs.com (631)694-3040

QUALITY CONTROL DATA

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

QC Batch: 188453 Analysis Method: EPA 200.8

QC Baich Method:  EPA200.8 Analysis Description: 200.8 MET No Prep Drinking Water
Laboratory: Pace Analytical Services - Melvilie

Associated Lab Samples: 70154644001, 70154644002, 70154644003, 70154644004, 70154644005, 70154644008, 70154644007,
70154644008, 70154644009, 70154644010, 70154644011, 70154644012, 70154644013, 70154844014,
70154644015, 70154644016, 70154644017, 70154644018, 70154644019, 70154644020

METHOD BLANK: 924753 Matrix: Water

Associated Lab Samples: 70154644001, 70154844002, 70154644003, 70154644004, 701546844005, 70154644006, 706154644007,
70154644008, 70154644009, 70154644010, 70154644011, 70154644012, 70154644013, 70154644014,
70154644015, 70154644016, 70154644017, 70154644018, 701564644019, 70154644020

Blank Reporting
Parameter Units Result Limnit Analyzed Qualifiers
Copper ughl. <2.0 2,0 12/07/2015:06
Lead ug/L <1.0 1.0 12/Q7/20 15:06
LLABORATORY CONTROL SAMPLE: 924754
Spike LCS LCS % Rec
Parameter Units Cone. Result % Rec Limits Qualifiers
Copper ugfl. 50 53.9 108 85-118
Lead ug/L 50 524 105 85-115
MATREX SPIKE SAMPLE: 924757
70154644001 Spike MS MS % Rec
Parameter Units Result Cone. Result % Rec Limits Qualifiers
Copper ugft 280 50 325 91 70-130
Lead ugfl 4.1 4 8.3 106 70-130
MATRIX SPIKE SAMPLE: 924759
70154644011 Spike MS S % Rec
Parameter Units Result Cone. Resuit % Rec Limits Guatifiers
Copper ug/L 269 50 318 98 70-130
Lead ugfl. <1.0 4 5.2 114 70-130
SAMPLE DUPLICATE: 924756
70154644001 Dup
Parameter Units Resuilt Result RPD Qualifiers
Copper ugfl 280 281 0
iead ugil 41 3.9 4

Results presented on this page are in tie units indicated by the "Units" column except where an aiternate unlt Is presented to the right of the result.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 33 of 42




Pace Analytical Services, LLC
F L 575 Broad Hollow Road

[3
ace Analytical Melvile, NY 11747

www.pacetabs.com {631)694-3040

QUALITY CONTROL DATA

Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644

SAMPLE DUPLICATE: 924758

70154644011 Dup
Parameter Units Result Result RPD Qualifiers
Copper ug/l. 269 269 0
Lead ug/L <1.0 <1.0

Results presented on this page are In the units Indicated by the “Units* column except where an alternate unit is presented to the right of the result,

REPORT OF LABORATORY ANALYSIS

This report sha¥ not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLG. Page 34 of 42




Pace Analytical Services, LLC

y P @ 575 Broad Hollow Road
[
Pace Analytical Melvile, NY 11747
www.pacefabs.com {6311594-3040
QUALITY CONTROL DATA
Project: LAVIDA CHILDCARE CENTER 11/3
Pace Project No.: 70154644
QC Batch: 188454 Analysis Method: EPA 200.8
QC Batch Method:  EPA200.8 Analysis Description: 200.8 MET Ne Prep Drinking Water
Laboratory: Pace Analytical Services - Melville

Associated Lap Samples; 70154644021, 70154644022, 70154644023, 70154644024, 70164644025, 70154644026, 70154644027,
70154644028, 70154644029, 70154644030

METHOD BLANK: 924760 Matrix; Water

Associated Lab Samples: 70154644021, 70154644022, 70154644023, 70154644024, 70154644025, 70154644026, 70154644027,
70154644028, 70154644029, 70154644030

Blank Reporting
Parameter Units Resuit Limit Analyzed Qualifiers
Copper ug/L <2.0 2.0 12107720 15:55
Lead ug/L <1.0 1.0 12107120 15:55
LABORATORY CONTROL SAMPLE: 924781
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
Copper ugflL. 50 526 108 85-115
Lead ug/L 50 52.0 104 85-115
MATRIX SPIKE SAMPLE: 924763
70154644021 Spike MS MS % Rec
Parameter Units Result Conc. Result % Rec Limits Qualifiers
Copper ug/L 444 50 485 83 70-130
Lead ugfl 6.1 4 10.5 110 70-130
MATRIX SPIKE SAMPLE: 924765
70154648601 Spike MS MS % Rec
Parameter Units Resuit Conc. Result % Rec Limits Qualifiers
Copper ug/L 2.8 50 49.3 93 70-130
Lead ug/L <1.0 4 4.6 111 70-130
SAMPLE DUPLICATE: 924762
70154644021 Dup
Parameter Units Result Resull RPD Qualifiers
Capper ugil 444 442 0
Lead ugfl. 6.1 6.1 1
SAMPLE DUPLICATE: 924764
70154648001 Dup
Parameter Units Resuit Result RPD Qualifiers
Copper ugiL 26 25 6

Results presented on this page are in the units Indicated by the "Units” column except where an alternate unit Is presented {o the right of the result,

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 35 of 42




Pace Analytical Services, LLC

: @ 575 Broad Hollow Road
ace Analytical Melvlle, NY 11747
www.pacelabs.com (631)594-3040
QUALITY CONTROL DATA
Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

SAMPLE DUPLICATE: 924764
70154648001 Dup
Parameter Units Resuli Result RPD Qualifiers

Lead ugfl <1i.0 <1.0

Results presented on this page are in the units indicated by the "Units” column except where an alternate unit is presented to the right of the result,

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, LLC. Page 36 of 42




Pace Analytical Services, LLC
575 Broad Hollow Road

ace Analytical Melvlls, NY 11747

wWww.pacelabs.com {631)694-3040

QUALIFIERS

Project: LAVIDA CHIL.DCARE CENTER 11/3
Pace Project No.: 70154644

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reposted data due to dilution of the sample aliquot.

ND - Not Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

PQL - Practicat Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quaniitative data with known precision and
hias for a specific analyte in a specific matrix.

S - Surrogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270, The result for each analyte Is
a combined concentration.

Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS{D) - Laboratory Contral Sample (Duplicate)

MS(D} - Matrix Spike (Duplicate)

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

3G - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, bui not detected.

N-Nitrosediphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270. The result reported for
each analyle is a combined concentration.

Pace Analytical is TNi accredited. Contact your Pace PM for the current fist of accredited analytes.

TNI - The NELAC Institute.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
Date: 12/09/2020 12:38 PM without the written consent of Pace Analytical Services, 1L.C. Page 37 of 42




Phoe Analytical”

www.pacelabs.com

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: LAVIDA CHILDCARE CENTER 11/3

Pace Project No.: 70154644

Pace Analytical Services, LLC
575 Broad Hellow Road

Melville, NY 11747
(631)694-3040

Anaiytical
LabID Sample ID QC Batch Method QC Batch Analytical Method Batch
70154644001 P41 OUTLET 2 EPA200.8 188453
70154644002 P-2 OUTLET 4 EFA 200.8 188453
70154644003 P-3 OUTLET 7 EPA 200.8 188453
70154644004 P-4 OUTLET 9 EPA 200.8 188453
70154644005 P-5 QUTLET 10 EPA 200.8 188453
70154644006 P-6 OUTLET 11 EPA 200.8 188453
70154644007 P-7 OUTLET 13 EPA 200.8 188453
70154644008 P-8 OUTLET 16 EPA 200.8 188453
70154644009 P-9 QUTLET 14 EPA 200.8 188453
70154644010 P-10 OUTLET 22 EPA200.8 188453
70154644011 P-11 OUTLET 24 EPA200.8 188453
70154644012 P-12 QUTLET 19 EPA200.8 188453
70154644013 P13 OUTLET 17 EPA200.8 188453
70154644014 P-14 QUTLET 27 EPA 200.8 188453
70154644015 P-15 OUTLET 31 EPA 200.8 188453
70154644016 P-16 OUTLET 30 EPA 200.8 188453
70154644017 P17 OUTLET 33 EPA 200.8 188453
70154644018 P18 OUTLET 35 EPA 200.8 188453
70154644019 P-12 QUTLET 37 EPA 200.8 188453
70154644020 P-20 QUTLET 38 EPA 200.8 188453
70154644021 P-21 QUTLET 43 EPA200.8 188454
70154644022 P-22 OUTLET 45 EPA 200.8 188454
70154644023 P-23 OUTLET 47 EPA 200.8 188454
70154644024 P-24 OUTLET 48 EPA 200.8 188454
70154644025 P-25 OUTLET 49 EPA 200.8 188454
70154644026 P-26 QUTLET §1 EPA 200.8 188454
70154644027 P-27 OUTLET 54 EPA 200.8 188454
70154644028 P-28 QOUTLET 55 EPA 200.8 188454
70154644029 P-29 WATER COOLER1 EPA 200.8 188454
70154644030 P-30 WATER COOLER 2 EPA 200.8 188454

Date: 12/09/2020 12:38 PM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in fili,

without the written consent of Pace Analytical Services, LLC.

Page 38 of 42
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ﬂ? Sample Condition Upon Receipt ‘
-~ ac&AnaIJ{ﬁ'qa{; N Y o 5 464& .

Client Name:

Courter: [ § Fed Ex"JUPS [JUSPS [] Glient [_JCommerciat [ ] Pace [Diher

Tracking #: _7 7(2/ é‘é/ O 7 67 ?52‘5

Custody Seal on Cooler/Box Present: [ ]| Yes No Seals iptact: (] Yes [] No Temperature Blank Present: [ ] Yes ['] No
Packing Materla!;’EBubb!& Wrap-ﬁ*}snﬁﬁmgs LEZipEuc [OONone ["Diner J-{ﬁe 1[(}1—! Type of lce: /W) Blue Nane
Thermometer Us THO21 Cortectlon Factor: "‘O, s DSamples on icé, cooling process has begun

Cooler Temperature ("C): f 2; ’ ? Gooler Temperature Corrected ("C): Eﬂ EZ DatefTime 5035A kits placed in freezer

Temp should be above freezing to 6.0°C L
i 7
USDA Regulated Soil ([} N/A, water sample) Date and Initials of person examining contents:mj /f/}é/ . }‘:_)‘

Did samples originale in a quarantine zone within the United States: AL, AR, CA, FL, GA, ID, LA, MS, NC, Did samples orignate from a foreign source {internationally,
NM, NY, OK, OR, SC, TN, TX, ar VA (check map)? 1 ves(] no inciuding Hawaii and Puerto Rica)? [] Yes[ | No
If Yes to either question, fill out a Regulated Soil Checklist (F-L1-C-618) and inclugle with SCURICOC paperwork.
7 COMMENTS!
Chain of Custody Present: j?é;/ ONo 1.
Fd
Chain of Custody Filled Qut: ,Z{e;/ OiNo 2.
Chaln of Custody Relinquished: /ﬂﬂ:s/ Oo 3,
Sampler Name & Signature on COC: _,Zég/ CINo N |4
Samples Arfved within Hoid Time: /Eiﬁs ONo - 5,
Short Hold Time Analysis (<72hr}: " [ves = 8,
Rush Turn Araund Time Requasted: Oves_.~ o 7.
Lol
Sufficient Volume: (Triple volume provided for MS:’MSD')Z@/ CINo 8.
Correct Containers Used: % CiNo g
-Pace Containers Used: fres, ONo
Cantainers Intact: ,Eﬁa’s ONe § 10.
Filtered volume received for Dissolved lesls Oves . Ono [iN.rA 11, Nole if sediment is visthle in the dissclved conlainer.
Sample Labels match COC: /ﬂgs [m ’ 12.
-Inciudes datefime/iD/Analysis  Matix  SLANTOL
. - . el
Al conlainers needing p{ssz_r;'ahnn have bean che.cks;i' o CINo owa s, 01 HNO, 0 H,50, 0 NaOH O HOY
pH paper Lot # H‘ {@ A/ Zf 7@
All containers needing praservation ara found to be in Sample #
compliance with EPA recommendation?
(HNO,, H350,, HO, NaOH>9 Sulfide, /wf: [INo CINEA
NAGH>12 Cyanide)
Exceptions: VOA, Celiform, TGC/IROC, Ol and Grease,
DRO/MBOS (waler). ritial when completad: | Lot # of added preservative; [DatefTime preservalive added
Per Method, VOA pH is checked after analysis
L1
Samples checked for dechlorination: OYes OMo NIA 14,
¥ starch test sirips Lot #
Residual chlarine strips Lot # Positive for Res, Chlarine? Y N
Headspace in VOA Vials  >6man): ElYes [No NIA, 15,
Trip Biank Present: [yes {INa s |16,
Trip Biank Cuslody Seals Present [O¥es ONa FINIA
Pace Trp Biank Lot # (if applicable);
Client Notification/ Resolution: Field Data Required? Y I N
Person Contacted: Date/Time:
Commenis/ Resolution:
* PM {Project Manager) review is documented electronically in LIMS. F-11-C-002-rev.02
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(INSERT SCHOOL DISTRICT NAME) Sampling Plan
Version 0
Attachment D - Filter Inventory
(Complete for each school)

Name of School: LAWR)& CCRILES A TE 6 Grade Levels:

Address: Il Sacesor D DAledge A

Individual School Project Officer Signature: Date:
Sample Location / Brand Type Date Replacement | NSF
Code ' (Make & Installed | Frequency Certified
Model) or for Lead
Replaced "Reduction
Y/N

NO  Tlelees

Version 1.1 duly 15, 2016 {(NJDEP)
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